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An Initial Environmental Survey for State 

Licensure of a Residential Facility was conducted 

by the Indiana State Department of Health.

Survey Date:  10/24/12

Facility Number:  012936

Provider Number:  012936

AIM Number:  NA

Surveyor:  Mark Caraher, Life Safety Code 

Specialist

At this Initial Environmental survey, Rosegate 

Commons Assisted Living was found in 

compliance with 410 IAC 16.2-5-1.5, Sanitation 

and Safety Standards and 16.2-5-1.6, Physical 

Plant Standards of the Indiana Health Facilities 

Rules for Residential care facilities.

This one story facility was determined to be of 

Type V (111) construction and was fully 

sprinklered.  The facility has a fire alarm system 

with smoke detection in the corridor and in all 

areas open to the corridor.  The facility has 

battery powered smoke detectors in all resident 

sleeping rooms.  The facility has a capacity of 

102 and had a census of 76 at the time of this 

survey.

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 10/25/12.
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